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FINISHED GRADE

=TT

DUCTBANK
MARKING TAPE

24" MINIMUM (VARIES AT
VERTICAL CONFLICTS)

3,000 PSI CONCRETE

4” PVC CONDUIT I
(TYPICAL) R o

7 1/2” ¢ 7O
MINIMUM(E t
SEPARATION

BASE AND INTERMEDIATE

SPACERS 4'—0" ON
CENTER

MASONRY LEVELING BLOCKS
AT BASE SPACERS

NOTE: REBAR REQUIRED UNDER ROADWAYS ONLY

A — ACTIVE POWER
S — SPARE

10-Way (5X2) Telecom Ductbank

N.T.S.

Source: VHB

a,l'.

'Vhb Telecom Duct Bank Details

#4 REBAR (TYPICAL)
T

#4 REBAR (TYPICAL)
1'—6” ON CENTER

3” MINIMUM CLEARANCE

7 1/2" ¢ TO ¢ MINIMUM
SEPARATION

’
T

Bluestone Trail Extension
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